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U.S. Department of Energy
Richiand Operations Office
P.O. Box 550
.Richland, Washington 99352 0 5 5 4 9 6

Ms. Lisa Brown

State of Washington

Department of Health

1500 W. 4th Avenue, Suite 305
Spokane, Washington 99204-1639

Dear Ms. Brown:
233-S SUPPORT TRAILER (MO-409) TIE-IN TO EXISTING SYSTEM 2607-W6 (W-370)

This letter is in reference to the State of Washington Department of Health
(DOH) Tetter to Mr. Hector M. Rodriguez from you. "Septic Tie-In to Existing
System (2607-W6: W-370 Project) to Support the 233-S Project Support trailer. /
Additional Flow 340 GPD: Total Approved Flow of 2607-W6 Including 233-$

Support Trailer (MO-409), 13,285 GPD." dated August 13, 1997. Please find
attached the following documents to support DOH approval in accordance with

the referenced letter: _

1. Bechtel Hanford, Inc. letter to G. A. Schneebeck, DynCorp, from
W. J. Peintinger. same subject as above, dated January 15, 1998.
(CCN 055307). requesting DynCorp to revise the Operation and Maintenance
Manual for the 2607-W6 (W-370) to incorporate provisions for maintenance
of the added sewage 1ift station for this project (Attachment 1):

2. "As-Built" drawing of the 1ift station and sewer tie-in line
(Attachment 2): and

3. Completed Construction Report for Large On-site Sewage Systems
(Attachment 3).

The 233-S support trailer was installed in the 200 West Area to accommodate a
field support team of up to 20 people.

IT you want to discuss this matter further or require additional information.
please contact me at (509) 376-7121.

Sincerely,

?\.Cgm;;§§~‘mJ :
% Bruggemdri, Project Manager
Decanta

DDP: JMB ation and Decommissioning Project
Attachments: As stated

cc w/attachs: CC w/0 attachs:
P. S. Innis. EPA A. B. Chaloupka, BHI



Job No. 22192
B eCh te’ Wntten Response Requzred  YES
Due bae v1/98

Actionee  G.A Schneebeck

3350 George Washington Way 0553 07 Cleses O
Richiand, WA 99352 'é'sna \;;\A
Tel: (508) 375-4640 Subject Code 4220

Fax: (509) 3754644

JAN 15 1398

DynCorp

G. A. Schneebeck, Director

Facility Maintenance & Site Services
P.O. Box 1400

2430 Stevens Drive, MSIN: G3-05
Richland, WA 99352

Subject: 233-S SUPPORT TRAILER (M0-409) TIE IN TO EXISTING SYSTEM
#2607-W6 (W-370)

Dear Mr. Schneebeck:

Attached is a copy of the Washington State Department of Health (DOH) approval of the tie-in to the
Septic System #2607-W6 (W-370) that was recently completed for the 233-S office support trailer
(MO-409). One item identified as a provision in the DOH approval letter dated August 13, 1997, is a
requirement to revise the 2607 Septic System Operation and Maintenance Manual (O&M Manual).

The provision specifically states: “The Operation and Maintenance Manual and maintenance activitics
Jor the 2607-W6 (W-370) large on-site sewage system shall be revised to incorporate provisions for
maintenance of the added lift station for this project.”

Please revise the O&M Manual and transmit the revised copy to the DOH for their review and final
approval of the project.

Work Order Number DB8231 has been issued to the PHMC contractor for the maximum amount of
$750. These funds are for the revision of the O&M Manual and submitta] of the same to DOH.

If you have any questions, please contact Mr. H. F. (Rick) Parsons of my staff at 372-9437.

W.I. Peinti/bn;T

Services Manager

HFP:nac

@ Bechtel Hanford, Inc.




Mr. Schneebeck

Paﬁe 2

AN 15 1998

Attachments: DOH Approval Letter
Work Order DB8231

cc: J. M. Bruggeman (RL) HO-12, w/a
H M. Rodniguez (RL) A5-15, w/a
J.A. Thornock (DYN) S§2-66, w/a

005307
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STATE OF WARHINGTON

DEPARTMENT OF HEALTH

OMICE OF COMMUNITY ENVIRONMENTAL HEALTH PROGRAMS

1500 West Fowrth Avence, Suile 303 « Spelane, Washington 99204-1639
faczimile (508) 455-2997

August 13, 1997

ATTN:Mr. Hector M. Rodrigue2, M.S. AS-15
U.S. Depastment of Energy

Environmental Assurance, Permits & Policy
Richland Fisld Office

P.0O. Box 500

Richiand WA 99352

RE: Septic Tie-In to Existing System (2607-W6; W-370 Project) to Support tha 233.S Project
Support Trailer, Additional Flow 340 GFD; Total Approved Flow of 2607-W6 Inciuding
- 233-8 Support Trailer (M0O-409), 13,285 GFD :

Dear Mr. Rodriguez: |

The plans, specifications and supporting informarion for the shove project received in this office
on August 7, 1997 with additional information received via facsimile on August 13, 1997 have
been reviewed and in accordance with WAC 246-272 are hereby APFROVED.

PROVIDED:

1. The Opcration and Maintenance Manual and maintenance activities for the 2607-
W6 (W-370) large on-site sewage system shall be revised to incorporate provisions
for maintenance of the added sewage lilt station for this projeet.

1. An “As-Built” drawing of the lift station and sewer tie in line shall be submitted to
this department within 60 days following coustruction completion.

3. Department of Health shall be notified ta complete a final inspection of the lift
station installation.

- As required in WAC 246-272-08001 - Within sixty days foliowing the completion of and prior to
the use of the above project or pertions thereof, the attached Certification must be completed by a
professional engineer and returned to this department. _

WAC 246-272-08001 provides that if the cenificazion of completion has not been submitted
within two years of the date of this jexer, this approval will become mul! and void unless you take
action at that time to arrange {or an extension of the approval period in the manner prescribed.



08714797 THU 12:38 FAX 509 458 1997 EWD Qoo

655307

Mr. Heetor M. Rodriguez

August 13, 1997
Page 2

In accordancs with provisions of the “Memorandum of Usderstanding” batween Washington
State Department of Health and the Weshington Stats Departant of Ecology (effective June 1,
1992), fees will be collected for review and spproval of all applicstion projects. Regulations
sstablishing a schedule of fess for review of planning, enginsering and conseruction document;
wers adopred July 1, 1987 (WAC 246-272-590). An itemized bill for $500.00 is enclosed.

Sincerely,

Lisz Brown, P.E.
Environmental Engineer

Large On-Site Sewage Systems
(509) 456-2754

ce:  Dept. of Ecology Nuclsar and Mixed Waste Management, Jerry Hensley, P.E.
Bechtel Hanford Inc., Rick Parsons '
SCM Consultants, Inc., Leon Lindbloom, P.E.
U.S. Dept. of Energy, Karla Kinsey (Invoice)
Benton-Franklin County Health Distnict
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CONNECT BUILDING l
DISCHARGE SEWER T0
x LFTSTATION INFLUENT. USE
ABS OR PVC TO MATCH,
MINIMUM SLOPE 1/4" PER
FOOT.
x HE i
ROUTE CONTROL AND POWER £ §
NEW SEWAGE UFT STATION,
CENTER 6 FROM BUILDING CABLES TO ROOM $8.  MOUNT
ORENCO AND 6 FROM FENCE AS || MO-409 CONTROL AND ALA ON NORTH
MODEL § DIRECTED BY STR WALL HONE. BOARD.
DESCRIPTION OR EQUAL POWER SOURCE IS ELECTRIC
/ v PANEL &N E:EST :;LL. PADD R
- NEW DEDICATED 20 AM
. PUMP BASI e
VERT/HORIZ CROUSE=HINDS L PUMP DA ASSEMALY Pasos0 . 4 : My CRCUIT W/ BREAKER. S8ly
CgN?ULET SEAL EYSXX SERIES 2. SPLICE BOX SB3 i
0 QUAL . ~ie=-Rié
3. MERCURY FLOAT ASSEMBLY MFE2A - : TG 27 SANARY
4. HOSE & VALVE ASSEMBLY HV2008CX BOLLARDS (REF) __/4 |
5. CONTROL PANEL st | RAW SEWAGE DiSCRARGE
’—'
6. SEWAGE PUMP PSE4D—~-115 o L
BACKFILLED & COMPACTED rn <l PRORENCO } T
SUBGRADE SO MEET CONNECT TO SEPTIC TANK
SURROUNDING GRADE & NOT TO ANOTHER GRAVITY | s
RESURFACE TO MATCH SEWER UNE 2" CLASS 160 PVC OR
EXISTING FIBERGLASS LID W/ STAINLESS T BETTER DISCHARGE FIELD
STEEL BOLTS AND URETHANE GASKET R] ROUTE TO SEPTIC TANK [ExPires
CLEANOUT . PROVIDE CARBON FILTER VENT SOUTH OF MO Sa1 A TS DOCUMENT FECRECONTS g
. DIRECTED BY BECHTEL THE AS-CONSTRUCTED
1° VENT TO HANFORD INC., STR CONDITIONS AS OBSERVED BY l
ELECTRICAL SPLICE . |4~ FVC HOSE AND VALVE ASSEMBLY PARTIAL SITE PLA SCM STAFF ON 12/4/97. it &
BOX W/ CORD GRIPS - . N
28 FLEXIBLE PVC HOSE
ELECTRICAL CONDUT (12" LONG WITH FITTINGS) NOT TO SCALE —-N—- ' )
TO POWER SOURCE | e : SEWAGE DISCHARGE. f § E
. FIELD 0 SEPTIC TANK
FIELD CUT 4° PVC TO FIT SOUTH OF MO~281 WITH CLEANOUT :
SCH 40 SAMTARY TEE EVERY 150° MINIMUM GENERAL NOTES c', ]
. : H QUICK DISCONNECT BRACKET FOR 1. PROVIDE ALL EQUIPMENT, LABOR, MATERIALS, SUPPLIES, FEES AND MANUFACTURERS = 8 g
4" PYC INFLUENT : 4 LEVEL CONTROL FLOAT ASSEMBLY ASSISTANCE AS NECESSARY TO PROVIDE A COMPLETE AND OPERATIONAL LIFT STATION
FROM MO—408 ] ¥ TO COLLECT AND TRANSPORT WASTE WATER FROM BUILDING MO-409 TO THE EXISTING K & (12
ALARM b | FLOAT SWITCH (TYP) 6500 GALLON SEPTIC TANK ON THE SOUTH SIDE OF BUILDING MO—291. -
1 3 pr/_ 4
ON“; K . 2. ALL WORK WiLL BE AT THE DIRECTION OF BECHTEL HANFORD, INC. STR. o %
» 8 3. ALL INSTALLATIONS, EXCAVATIONS, BACKFUL, SITE RESTORSTION WILL BE COMPLETED TO E 2 =
E | CURRENT INDUSTRY, BECHTEL AND HANFORD SITE STANDANIDS AND APPUCABLE CODES. % -
o [ PVC CHECK VALVE . a 3
2 - 4. PROVIDE MANUFACTURER'S DATA AND DPERATIONS AND MAINTENANCE PROCEDURES. ES
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I* -
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o
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Ll
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8  HOSE & VALVE ASSEMBLY  PVC, 2" W/BALL & CHECK VALVES HV200BCX o)~ #
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THE ABOVE EQUIPMENT IS LIMITED TO THE LIFTSTATION / OTHER CABLE, PIPE, WIRING, _/
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C-17:




" “Construction Report for Large On-site Sewage Syst%i‘?% 208

As required by WAC 246-272-08001(7): Before a new Large On-site Sewage System (LOSS) is used and within 60 days
following the completion of construction, 3 icenssd enginesr must stamp, sign, and submit to the Depariment a LOSS
Canstruction Report (on a form provided by the Department) and “as-buill” or “record™ drawings of the system. The
report shall state that tha project is constnucted and substantially compieted in acenrdance with the approved construction
documents: and in the opinion of the enginaer, based an information avalable, the instaliation and testing of the sysem
was carried out par Department ruias. Also before the LOSS is used, the owner shall submit an operation and
maintenancs manual developed by a ficensed engineer for the.installad LOSS o the Department for approval and abtan
a LOSS Operating Permit from the Department. Permit will be issued upon receipt of the eanstruction report.

(a) KQMBmWhmm.Mammmwmdmw
bﬁragmabdngwwdaswuvedmmmum. .

®)  As future portions of staged consiruction projects are complsted, sach must be certified as required by
WAC 245-272-08001(7). - o L

(c) mwﬁﬁmm“ambmmﬁunMDOHMhm.
233S Support Trailer (MO-409) TieIn o

Existing System #2607, W-370 Project
For additional flow 340GFD

" Nmme of Project Sarved By Sewer System

U.5. Department of Energy

Richland Field . Data Plans & Specifications Approved
Offlen. By Department of Health:

LOSS Owrar's Nome .

e | 13 AugusT 1997

cay e ™ _ MM&WWM

Project Name and Descriptive Tiie: o | IS Novemaser 18987

The undersigned angineer or his autharized agent has inspected the above-descrited project, which as 1o igyout, size end
mdm@m‘mmmmmwmmmwmmmm
pians and specifications approved by the Depanment of Health, and in the opinion of the engineer, the instaitation and
MMMMWWMhWMMWWWMDmhhemw.

Tormes 1721 98 1

1300 West Fourth Avenus, Syite 305
Spolane, WA 392048



	1.TIF
	2.TIF
	3.TIF
	4.TIF
	5.TIF
	6.TIF
	7.TIF
	8.TIF
	9.TIF

